Abstract. The objection of this article is to optimize auto-cascade refrigeration system. This refrigeration system use multiple mixture (R22/R23/R14) as the refrigerant, which is driven by the single-stage compressor. Throttle is an important composition of auto-cascade refrigerant system, which impact on evaporation temperature and refrigeration efficiency. This article concrete on experimental study on throttle opening and length of capillary. The comparing data reflect the influence of the throttle valve on refrigeration efficiency. So as to improve working efficiency of all non -azeotropic auto-cascade refrigeration system. It offers data and reference for the auto cascade refrigeration system theory in the future.
Introduction
Auto-cascade refrigeration system(ACR) make full use of multistage cascade refrigeration theory, which use non -azeotropic refrigerant. It achieved -100˚Cand even lower temperature with a single compressor. It simplify multilevel cascade refrigerant system. Auto-cascade refrigeration system use mixture as refrigerant, using the method of single stage or multistage condensation to make the refrigerants with different boiling to separate step by step, and cascade between high and low boiling for the purpose to achieve low evaporation temperature. Many factors have crucial effect on auto-cascade refrigeration system, such as refrigeration charge, the ratio of refrigeration and even gas-liquid separation degree. However, as the system has it own intrinsic property, throttle element has great influence on evaporation temperature and COP.
Throttle control the flow of valve though the end super-heating degree of evaporator. If throttle opening is too big, leading to refrigerant flow rate is larger, then evaporating pressure and evaporator temperature will increase, at the same time, temperature decreasing speed of evaporator will slow, causing bad valve and cannot reaching the desired temperature. On the contrary, small opening of throttle valve result in refrigerant flow rate decrease, then refrigeration capacity cut down and the temperature decreasing speed of evaporator is slower. Thus throttle valve plays an important role on evaporator. In addition, capillary length has great influence on refrigeration efficiency. Therefore the effect of throttle valve on auto-cascade refrigeration is studied in this article, including throttle opening and capillary length.
Auto-cascade Refrigeration Circle
As shown in figure 1 , the process of the auto-cascade refrigeration is described as: A certain proportion of the non-azeotropic mixed R22/R23/R14 is compressed in the compressor to reach a high temperature and pressure. Then three kinds of refrigerants gas through the condenser C to 3rd International Conference on Material, Mechanical and Manufacturing Engineering (IC3ME 2015)
condense, and most R22 is condensed into liquid, but middle boiling R23 and low boiling R14 is remain vapor. The mixture flows through the liquid separator E1 and it is separated into gas-liquid two phase. The liquid containing R22 flow out through the end of separator, after it runs though exchanger F1 and thermal expansion valve, it enter gas-liquid separator to evaporate in order to make the temperature of separator E2 30˚C in constant. The mixed gas escaping from D enter gas-liquid E2, most R23 is condensed into liquid and it is separated from R14 by gravity. After R23 liquid flow out from the bottom of tank E2 and enter the plate heat exchanger F2 and thermal expansion valve, it evaporate in E3 to control the temperature of E3 as a constant level -70˚C.Similarly, R14 gas in the separating tank E3 is condensed into liquid by R23 , R14 liquid through plate heat exchanger F3 to get cooled and valve, then evaporate in evaporator to make the evaporator temperature to -90˚C.The return vapor in evaporator go though heat exchanger F1,F2 and F3,then reach gas-liquid separator and return to compressor, so as to complete a whole refrigeration cycle. 
Experimental device and conditions
Ternary non-azeotropic mixture(R22/R23/R14) is used as the refrigerant.The net size of low temperature trunk is 500 mm×400 mm×380 mm, polyurethane foaming material with 250mm in thick is chose as thermal insulation material. 4DC-5.2-40S semi-hermetic refrigeration compressor from Bitzer is selected,its power is 5p.We select H0M-H3 series of plate heat exchanger and its heat exchange area is 1.5 m 2 ,thermocouple temperature measurement method is used to measure the temperature of measurement points.Low temperature thermal expansion valve produced by red leaves self-control refrigeration company.As the experiments need to explore the capillary length correspond to changes of evaporation temperature, R14 refrigerant use the capillary 3.4m and 2.5m in length , which can change length during the process of experimental.
This experiment need to maintain indoor temperature 11.3˚C and condensed water temperature 1.1˚C in constant,avoiding the experimental data caused by environmental conditions change is not accurate. Due to the experiment just discuss the influence of throttle valve's opening for system, thereby maintaining the conditions of each group of experiments are the same as follows.5.63kg R22, 6.94kg R23 and 5.01kg R14 are filed in the device, using Φ3x3.4 m capillary, separating gas pipeline ball valve opening keep consistent.In this way,avoiding the effects of other factors on the experiment results. Each group of experiments is conducted under the same conditions of other objective factors and environmental factors,so as to guarantee the validity of the comparison between groups of experimental data.
As this experiment need to study frozen cooling condition, we take 500ml water as frozen object. After the temperature is equal to room temperature then take it into evaporation box. Evaporation temperature sensors is hanging in the water in vertical to ensure the measuring length of temperature sensor is submerged in water completely and it does not contact with the walls of the water container. Then adjust the throttle and carry on the experiment.
Results and discussion
Throttle valve is a valve to control fluid flow by changing the throttling section or valve length .So the change of the throttle valve mainly have two aspects, namely the throttle opening and the length of capillary. Thus this article mainly analyses how the throttle opening and capillary length affects the evaporation temperature. Main throttle valve of auto-cascade refrigeration equipment adopts the capillary. As a kind of throttling element, inner diameter and length of capillary has an important influence on temperature and pressure. Because diameter of Φ2 and Φ2.5 is too small and the required length is very short. Therefore, this article selects a Φ3 x 3.4m capillary and a Φ3 x 2.5m capillary to conduct contrast experiment. Get the relationship between capillary length and the evaporation temperature is shown in table 1. Figure 2 Change curve of evaporation temperature with different capillary In this condition, the Change of water temperature with different length of the capillary in evaporation tank is showed as table 2. 
